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1. THE EXISTING BELL CIRCUIT(S) SERVING THE FLOOR ARE NOT SHOWN. UTILIZE THE
g [ O—[=] EXISTING BELL CIRCUIT(S) TO POWER ALL NEW AND EXISTING BELLS FOR THE FLOOR.
C e C 361 COMPLETE THE CIRCUIT T0 COMPLY AS CLASS A WIRING.
2. EXISTING FIRE ALARM CONDUIT MAY BE USED TO THE EXTENT APPROPRIATE AND
0 e T . B e . PRACTICAL IN LIEU OF INSTALLING NEW CONDUIT.
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